
1

GB		 Mounting and service instructionsSlimdrive SC/
SC-FR 2M
Slimdrive SCR/
SCR-FR 2M
Slimdrive SC WK2/
SC-FR 2M WK2



Slimdrive SC/Slimdrive SC-FR 2M

2

﻿

Contents

1	 Safety precautions.................................................................................................................................................4
1.1	 Intended use....................................................................................................................................................................................................4
1.2	 Safety precautions.........................................................................................................................................................................................4
1.3	 Safety-conscious working...........................................................................................................................................................................4
1.4	 Inspection of the mounted system.........................................................................................................................................................5
1.5	 Environmentally-conscious working......................................................................................................................................................5
1.6	 Information regarding the battery directive.......................................................................................................................................5

2	 Aids.............................................................................................................................................................................6
2.1	 Tools....................................................................................................................................................................................................................6
2.2	 Required consumables.................................................................................................................................................................................6

3	 Components and assembly groups.................................................................................................................7
3.1	 Design variants................................................................................................................................................................................................7
3.2	 Slimdrive SC-FR 2M assembly groups, 2-leaf with tandem roller.................................................................................................7
3.3	 Slimdrive SC-FR 2M assembly groups, 1-leaf........................................................................................................................................8
3.4	 Assembly groups Slimdrive SC WK2, Slimdrive SC-FR2M WK2.....................................................................................................8
3.5	 Actuation elements safety sensor equipment....................................................................................................................................9

4	 Mounting............................................................................................................................................................... 10
4.1	 Preparations to be made by the customer........................................................................................................................................ 10
4.2	 Mounting the Slimdrive SC...................................................................................................................................................................... 10
4.3	 Slimdrive SC WK2........................................................................................................................................................................................ 20
4.4	 Commissioning.............................................................................................................................................................................................31
4.5	 Dismantling................................................................................................................................................................................................... 35
4.6	 Disposal........................................................................................................................................................................................................... 35

5	 Service mode........................................................................................................................................................ 36
5.1	 Operation....................................................................................................................................................................................................... 36
5.2	 Functions........................................................................................................................................................................................................ 36
5.3	 Learning.......................................................................................................................................................................................................... 37
5.4	 Draught lobby or vestibule via a programme switch (only at DCU1)...................................................................................... 38

6	 Service and maintenance................................................................................................................................. 39
6.1	 Mechanical service...................................................................................................................................................................................... 39
6.2	 Maintenance.................................................................................................................................................................................................. 40

7	 Troubleshooting...................................................................................................................................................41
7.1	 Mechanical faults..........................................................................................................................................................................................41
7.2	 Electrical faults............................................................................................................................................................................................. 42






















































































